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la National Fire Protection Association.
AVISOS IMPORTANTES SOBRE ESTE DOCUMENTO
Aviso y descargo de responsabilidad concerniente al uso de documentos NFPA®
Los códigos, normas, prácticas recomendadas, y guías de la NFPA, de los cuales el documento aquí
incluido es uno, son desarrollados a través del proceso de desarrollo de normas por consenso aprobado por el
American National Standards Institute (Instituto Nacional Americano de Normas). Este proceso reúne a voluntarios
que representan diferentes puntos de vista e intereses para lograr el consenso en temas de incendios y seguridad.
Mientras que NFPA administra el proceso y establece reglas para promover la equidad en el desarrollo del consenso,
no prueba de manera independiente, ni evalúa, ni verifica la precisión de cualquier información o la validez de
cualquiera de los juicios contenidos en sus códigos y normas.
La NFPA niega responsabilidad por cualquier daño personal, a propiedades u otros daños de cualquier
naturaleza, ya sean especiales, indirectos, en consecuencia o compensatorios, resultado directo o indirecto de la
publicación, su uso, o dependencia en este documento.
La NFPA tampoco garantiza la precisión o que la información aquí publicada esté completa. Al expedir y
poner este documento a la disposición del público, la NFPA no se responsabiliza a prestar servicios profesionales o
de alguna otra índole a nombre de cualquier otra persona o entidad. Tampoco se responsabiliza la NFPA de llevar a
cabo cualquier obligación por parte de cualquier persona o entidad a alguien más. Cualquier persona que utilice este
documento deberá confiar en su propio juicio independiente o como sería apropiado, buscar el consejo de un
profesional competente para determinar el ejercicio razonable en cualquier circunstancia dada.
La NFPA no tiene poder, ni responsabilidad, para vigilar o hacer cumplir los contenidos de este documento.
Tampoco la NFPA lista, certifica, prueba o inspecciona productos, diseños o instalaciones en cumplimiento con este
documento. Cualquier certificación u otra declaración de cumplimiento con los requerimientos de este documento no
deberán ser atribuibles a la NFPA y es únicamente responsabilidad del certificador o la persona o entidad que hace
la declaración.
NFPA no se hace responsable por la exactitud y veracidad de esta traducción al español. En el caso de
algún conflicto entre las ediciones en idioma inglés y español, el idioma inglés prevalecerá.
 


	3. AVISOS Y DESCARGOS  ADICIONALES
Actualización de documentos NFPA
Los usuarios de los códigos, normas, prácticas recomendadas, y guías, de la NFPA deberán estar conscientes de
que este documento puede reemplazarse en cualquier momento a través de la emisión de nuevas ediciones o puede
ser enmendado de vez en cuando a través de la emisión de Enmiendas Interinas Tentativas. Un documento oficial
de la NFPA en cualquier momento consiste de la edición actual del documento junto con cualquier Enmienda Interina
Tentativa y cualquier Errata en efecto en ese momento. Para poder determinar si un documento es la edición actual
y si ha sido enmendado a través de la emisión de Enmiendas Interinas Tentativas o corregido a través de la emisión
de Erratas, consulte publicaciones adecuadas de la NFPA tales como el Servicio de Suscripción a los Códigos
Nacionales contra Incendios, visite el sitio Web de la NFPA en www.nfpa.org, o contáctese con la NFPA en la
dirección a continuación.
Interpretaciones de documentos NFPA
Una declaración, escrita u oral, que no es procesada de acuerdo con la Sección 6 de la Regulaciones que Gobiernan
los Proyectos de Comités no deberán ser consideradas una posición oficial de la NFPA o de cualquiera de sus
comités y no deberá ser considerada como, ni utilizada como, una Interpretación Oficial.
Patentes
La NFPA no toma ninguna posición con respecto a la validez de cualquier derecho de patente afirmado en conexión
con cualquier artículo mencionado en o que es materia de códigos, normas, prácticas recomendadas, y guías, de la
NFPA, y la NFPA niega responsabilidad por la infracción de cualquier patente resultante del uso de o dependencia
de estos documentos. Se les avisa expresamente a los usuarios de este documento que la determinación de la
validez de cualquiera de tales derechos de patente, y el riesgo de infringir tales derechos, es totalmente su
responsabilidad. La NFPA se adhiere a las políticas aplicables del Instituto Nacional Americano de Normas con
respecto a patentes. Para obtener mayor información contáctese con la NFPA en la dirección a continuación.
Leyes y Regulaciones
Los usuarios de este documento deberán consultar las leyes y regulaciones federales, estatales y locales aplicables.
NFPA no pretende, al publicar sus códigos, normas, prácticas recomendadas, y guías, impulsar acciones que no
cumplan con las leyes aplicables y estos documentos no deben interpretarse como infractor de la ley.
Derechos de autor
Este documento es propiedad literaria y tiene derechos reservados a favor de la NFPA. Está puesto a disposición
para una amplia variedad de usos ambos públicos y privados. Esto incluye ambos uso, por referencia, en leyes y
regulaciones, y uso en auto-regulación privada, normalización, y la promoción de prácticas y métodos seguros. Al
poner este documento a disposición para uso y adopción por parte de autoridades públicas y usuarios privados, la
NFPA no renuncia ningún derecho de autor de este documento. Uso de documentos NFPA para propósitos
regulatorios debería llevarse a cabo a través de la adopción por referencia. El término “adopción por referencia”
significa el citar el título, edición, e información sobre la publicación únicamente. Cualquier supresión, adición y
cambios deseados por la autoridad que lo adopta deberán anotarse por separado. Para ayudar a la NFPA en dar
seguimiento a los usos de sus documentos, se requiere que las autoridades que adopten normas NFPA notifiquen a
la NFPA por escrito de tal uso. Para obtener asistencia técnica o si tiene preguntas concernientes a la adopción de
documentos NFPA, contáctese con la NFPA en la dirección a continuación.
Mayor información
Todas las preguntas u otras comunicaciones relacionadas con códigos, normas, prácticas recomendadas, y guías de
la NPFA y todos los pedidos para información sobre los procedimientos que gobiernan su proceso de desarrollo de
códigos y normas, incluyendo información sobre los procedimiento de cómo solicitar Interpretaciones Oficiales, para
proponer Enmiendas Interinas Tentativas, y para proponer revisiones de documentos NFPA durante ciclos de
revisión regulares, deben ser enviado a la sede de la NFPA, dirigido a la atención de Secretary, Standards Council,
NFPA,1 Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101.
Para obtener mayor información sobre la NFPA, visítenos en www.nfpa.org o www.nfpa.org/espanol.
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traducción al español. En el caso de algún conflicto entre las ediciones
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	5. ii
Aviso: Todas las  medidas contenidas en este libro son presentadas
exactamente como en la versión original en inglés. Note particularmente que
la unidad designada por “mil” es presentada en la manera norteamericana,
usando comas antes de tres ceros, en lugar de un punto o espacio.
 


	6. Edición 2008 CÓDIGO  ELÉCTRICO NACIONAL 70-1
Copyright © 2007, National Fire Protection Association®
. Todos los derechos reservados
NFPA 70®
Código Eléctrico Nacional - National Electrical Code®
Edición 2008
Esta edición del NFPA 70, Código Eléctrico Nacional, National Electrical Code, fue preparada
por el Comité del Código Eléctrico Nacional con la aprobación de la NFPA en su Asamblea
Técnica de la Asociación celebrada en junio 3 a 7 de 2007, en Boston, MA. Fue publicada por el
Consejo de Normas en julio 26 de 2007, con fecha de vigencia a partir de agosto 15 de 2007 y
sustituye a todas las ediciones anteriores.
Esta edición de la NFPA 70 fue aprobada como una Norma Nacional de los Estados Unidos en
agosto 15 de 2007.
Historia y desarrollo del Código Eléctrico Nacional
La National Fire Protection Association ha actuado como promotor del Código Eléctrico Nacio-
nal desde 1911. El documento del Código original se desarrolló en 1897 como resultado de los
esfuerzos unidos de diferentes sectores de seguros, electricidad, arquitectura e intereses vinculados.
De acuerdo con las disposiciones del Reglamento que rige el Comité de Proyectos de la NFPA,
la NFPA publicó en julio de 2006 un Reporte del Comité del Código Eléctrico Nacional, sobre
propuestas que contenían enmiendas al Código Eléctrico Nacional 2005. Este reporte registró las
acciones de los diferentes Paneles de Elaboración del Código y del Comité de Correlación del
Comité del Código Eléctrico Nacional, sobre cada propuesta efectuada para corregir el Código de
2005. El reporte se circuló a todos los miembros del Comité del Código Eléctrico Nacional y se puso
a disposición de los otros miembros interesados de la NFPA y al público general para revisión y
comentarios. Con posterioridad al cierre del periodo de comentarios públicos, los Paneles de Elabo-
ración del Código se reunieron, actuaron sobre cada comentario y reportaron su acción al Comité de
Correlación. La NFPA publicó el Reporte de Comentarios del Comité del Código Eléctrico Nacio-
nal en marzo de 2007, el cual registra las acciones de los Paneles de Elaboración del Código y del
Comité de Correlación sobre cada comentario público para el Reporte de Propuestas del Comité del
Código Eléctrico Nacional. Dicho Reporte de Propuestas y el Reporte de Comentarios del Comité
del Código Eléctrico Nacional se presentaron para su adopción a la Asamblea Técnica de la Asocia-
ción de junio de 2007.
La NFPA cuenta con una Sección Eléctrica que brinda la oportunidad especial para sus miem-
bros interesados en seguridad eléctrica de estar mejor informados y contribuir al desarrollo del
Código Eléctrico Nacional y otras normas eléctricas de la NFPA. En la Sesión de Revisión de
Normas y Códigos de la Sección Eléctrica realizada en la Exposición y Conferencia Mundial
sobre Seguridad de la NFPA en 2007, los miembros de la Sección tuvieron la oportunidad de
discutir y revisar el reporte del Comité del Código Eléctrico Nacional antes de la adopción de esta
edición del Código por parte de la Asociación en su Sesión Técnica realizada en junio de 2007.
Esta 51ª edición reemplaza todas las ediciones, suplementos e impresiones anteriores fechadas
en 1897, 1899, 1901, 1903, 1904, 1905, 1907, 1909, 1911, 1913, 1915, 1918, 1920, 1923, 1925,
1926, 1928, 1930, 1931, 1933, 1935, 1937, 1940, 1942, 1943, 1947, 1949, 1951, 1953, 1954,
1955, 1956, 1957, 1958, 1959, 1962, 1965, 1968, 1971, 1975, 1978, 1981, 1984, 1987, 1990,
1993, 1996, 1999, 2002 y 2005.
 


	7. CÓDIGO ELÉCTRICO NACIONAL  Edición 2008
70-2
Este código es de carácter únicamente consultivo en lo que respecta a la NFPA. Se pone a
disposición de una amplia variedad de usos tanto públicos como privados, con el interés de
proteger la vida y la propiedad. Estos usos incluyen tanto el uso con propósitos legales y regla-
mentarios, como el uso en autorregulación privada y actividades de normalización tales como
aseguradores, construcción y gestión de edificaciones e instalaciones, y ensayo y certificación
de productos.
Esta edición de 2008 incluye los siguientes recursos útiles para el usuario. Los cambios que no
son editoriales están resaltados con sombra gris dentro de las secciones y con línea vertical para
bloques grandes de texto nuevo o con cambios y para tablas nuevas o figuras nuevas o con cam-
bios. Cuando uno o más párrafos completos se han eliminado, la eliminación se indica mediante
un punto negro (•) entre los párrafos que se conservan. El índice tiene ahora encabezados estilo
diccionario con identificadores útiles en la parte superior de cada página del índice.
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ARTÍCULO
90 Introducción ........................................................... 70-25
Capítulo 1 Generalidades
100 Definiciones ........................................................... 70-29
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Chuck Mello, Underwriters Laboratories Inc., WA [RT]
Daleep C. Mohla, DCM Electrical Consulting Services,
Inc., TX U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Gregory J. Steinman, Thomas & Betts Corporation,
TN [M]
Rep. National Electrical Manufacturers Association
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Robert G. Stoll, Thomas Associates, Inc., OH [M]
Rep. Power Tool Institute, Inc
Richard Temblador, Southwire Company. GA [M]
Rep. The Aluminum Association
C. Douglas White, CenterPoint Energy, Inc., TX [UT]
Rep. Electric Light & Power Group/EEI
Suplentes
Harold G.Alexander, American Electric Power, OH [UT]
(Suplente de C. D. White)
Ron D. Alley, Northern New Mexico IEC, NM [IM]
(Suplente de G. S. Harding)
Joseph P. DeGregoria, Underwriters Laboratories Inc.,
NY [RT]
(Suplente de C. Mello)
Ronald Lai, FCI Electrica], NH [M]
(Suplente de G. J. Steinman)
Paul J. LeVasseur, Bay City JEATC, MI [L]
(Suplente de D. Hammel)
Richard E. Loyd, R & N Associates, AZ [M]
(Suplente de M. J. Brett, Jr.)
MichaelE.McNeil,FMCCorporation/BioPolymer,ME[U]
(Suplente de P. Dobrowsky)
Nathan Philips, Integrated Electronic Systems, OR [IM]
(Suplente de R. J. Toomer)
Paul R. Picard, Tyco/AFC Cable Systems, Inc., MA [M]
(Suplente de R. Temblador)
Elliot Rappaport, Electro Technology Consultante, Inc.,
FL [U]
(Suplente de D. C. Mohla)
Phil Simmons, Simmons Electrical Services, WA [M]
(Suplente de D. Brender)
David A. Williams, Delta Charter Township, MI [EJ]
(Suplente de M. J. Johnston)
Sin derecho al voto
Robert A. Nelson, Canadian Standards Association,
Canada [RT]
COMITÉ DEL CÓDIGO ELÉCTRICO NACIONAL
PANEL nro. 6 DE ELABORACIÓN DEL CÓDIGO
Artículos 310, 400, 402, Capítulo 9 Tablas 5 a 9, Anexo B
Scott Cline, Presidente
McMurtrey Electric, Inc., CA [IM]
Rep. National Electrical Contractors Association
Samuel B. Friedman, General Cable Corporation, RI [M]
Rep. National Electrical Manut’acturers Association
Robert L. Huddleston, Jr., Eastman Chemical Company,
TN [U]
Rep. American Chemistry Council
G. W. “Jerry” Kent, Kent Electric & Plumbing Systems,
TX [IM]
Rep. Independent Electrical Contractors, Inc.
William F. Laidler, South Shore VoTech/IBEW 223.
MA [L]
Rep. International Brotherhood of Electrical Workers
L.Bruce McCIung, Electrical Safety Consulting Services,
Inc., WV [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Paul R. Picard, Tyco/AFC Cable Systems, Inc., MA [M]
Rep. The Aluminum Association
Oran P. Post, Akron, OH [E]
Rep. International Association of Electrical Inspectors
Cari Timothy Wall, Alabama Power Company, AL [UT]
Rep. Electric Light & Power Group/EEI
Austin D. Wetherell, Underwriters Laboratories Inc., NY
[RT]
Joseph S. Zimnoch, The Okonite Company, NJ [M]
Rep. Copper Development Association Inc.
Suplentes
Jacob Benninger, IBEW Local Union 241 JATC, NY [L]
(Suplente de W. F. Laidler)
PeterE.Bowers,Satellite ElectricCompany, Inc., MD[IM]
(Suplente de G. W. Kent)
James M. Daly, General Cable, NJ [M]
(Suplente de J. S. Zimnoch)
Timothy Edwards, Alcan Cable Company, GA |M]
(Suplente de P. R. Picard)
RichardA. Holub, E. I. DuPont de Nemours & Company,
Inc., DE [U]
(Suplente de R. L. Huddleston, Jr.)
Lowell Lisker, American Insulated Wire Corporation,
MA [M]
(Suplente de S. B. Eriedman)
Harry J. Sassaman, Forest Electric Corporation, NJ [IM]
(Suplente de S. Cline)
BradleyJ.Schmidt, UnderwritersLaboratoriesInc.,IL[RT]
(Suplente de A. D. Wetherell)
John Stacey, City of St. Louis, MO [E]
(Suplente de O. P. Post)
Donald A. Voltz, Mustang Engineering, Inc., TX [U]
(Suplente de L. B. McCIung)
PANEL nro. 7 DE ELABORACIÓN DEL CÓDIGO
Artículos 320, 322, 324, 326, 328, 330, 332, 334, 336, 338, 340, 382, 394, 396, 398
Gaylen D. Rogers, Presidente
Highland, UT [E]
Rep. International Association of Electrical Inspectors
Martin D. Adams, Adams Electric. Inc., CO [IM]
Rep. National Electrical Contractors Association
Harry C. Brown, IBEW Local Union 606, FL [L]
Rep. International Brotherhood of Electrical Workers
John J. Cangemi, Underwriters Laboratories Inc., NY
[RT]
James M. Daly, General Cable, NJ [M]
Rep. National Electrical Manufacturers Association
Timothy Edwards, Alcan Cable Company. GA [M]
Rep. The Aluminum Association
Chris J. Fahrenthold, Design Electric, TX [IM]
Rep. Independent Electrical Contractors, Inc.
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Herman J. Hall, Austin, TX [M]
Rep. Society of the Plastics Industry, Inc.
RonaldG. Nickson, National Multi HousingCouncil, DC [U]
John W. “Wes” Ray, Duke Energy Corporation, NC [UT]
Rep. Electric Light & Power Group/EEI
Gregory L. Runyon, Eli Lilly and Company, IN [U]
Rep. American Chemistry Council
David E. Schumacher, Associated Builders &
Contractors, Inc., IA [IM]
H. R. Stewart, HRS Consulting, TX [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
GeorgeA. Straniero, Tyco/AFC Cable Systems,Inc., NJ [M]
Rep. Copper Development Association Inc.
Suplentes
William B. Crist, Houston Stafford Electric Company,
TX [IM]
(Suplente de C. J. Fahrenthold)
James D. Erwin, Celanese. Ltd., TX [U]
(Suplente de G. L. Runyon)
Rogers Hester, Jr., Encore Wire Limited. TX [M]
(Suplente de G. A. Straniero)
James K. Hinrichs, State of Washington, WA [E]
(Suplente de G. D Rogers)
Jacob Killinger, Underwriters Laboratories Inc., IL [RT]
(Suplente de J. J. Cangemi)
Samuel R. LaDart, City of Memphis, TN [L]
(Suplente de H. C. Brown)
David Mercier, Southwire Company, GA [M]
(Suplente de J. M. Daly)
Dennis A. Nielsen, Lawrence Berkeley National
Laboratory, CA [U]
(Suplente de H. R. Stewart)
Peter Pollak, The Aluminum Association, Inc., VA [M]
(Suplente de T. Edwards)
Thomas H. Wood, Cecil B. Wood Inc., IL [IM]
(Suplente de M. D. Adams)
PANEL nro. 8 DE ELABORACIÓN DEL CÓDIGO
Artículos 342, 344, 348, 350, 352, 353, 354, 356, 358, 360, 362, 366, 368, 370, 372, 374, 376, 378,
380, 384, 386, 388, 390, 392, Capítulo 9, Tablas 1 a 4, Anexo C
Julian R. Burns, Presidente
Burns Electrical/Quality Power Solutions, Inc., NC [IM]
Rep. Independent Electrical Contractors, Inc.
Joseph Dabe, City of St. Paul, MN [L]
Rep. International Brotherhood of Electrical Workers
George R. Dauberger, Thomas & Betts Corporation,
TN [M]
Rep. National Electrical Manufacturers Association
James C. Dollins, Tyco/AFC Cable Systems, MA [M]
Rep. The Aluminum Association
James T. Dwight, Sasol North America, Inc., LA [U]
Rep. American Chemistry Council
M. Shan Griffith. Kellogg, Brown & Root, Inc., TX [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
David G. Humphrey, County of Henrico, Virginia, VA [E]
Rep. International Association of Electrical Inspectors
David H. Kendall, Carlon, Lamson & Sessions, OH [M]
Rep. Society of the Plastics Industry, Inc.
Richard E. Loyd, R & N Associates, AZ [M]
Rep. American Iron and Steel Institute
Stephen P. Poholski, Newkirk Electric Associates, Inc.,
MI [IM]
Rep. National Electrical Contractors Association
George F. Walbrecht, Underwriters Laboratories Inc., IL
[RT]
Leslie R. Zielke, South Carolina Electric & Gas Company,
SC UT]
Rep. Electric Light & Power Group/EEI
Suplentes
Richard J. Berman, Underwriters Laboratories Inc.,
IL [RT]
(Suplente de G. K Walbrecht)
Joyce Evans Blom, The Dow Chemical Company,
CA [U]
(Suplente de J. T. Dwight)
Duane A. Carlson, PRS Consulting Engineers, WA [U]
(Suplente de M. S. Griffith)
Charles W. Forsberg, Shaker Heights, OH [M]
(Suplente de D. H. Kendall)
James M. Imlah, City of Hillsboro, OR [E]
(Suplente de D. G. Humphrey)
Kevin J. Lippert, Eaton Corporation, PA [M]
(Suplente de G. R. Dauberger)
Gregory L. Maurer, Wheatland Tube Company, AR [M]
(Suplente de R. E. Loyd)
Gary W. Pemble, Montana Electrical JATC, MT [L]
(Suplente de J. Dabe)
C. Ernest Reynolds, Hatfield-Reynolds Electric
Company, AZ [IM]
(Suplente de J. R. Burns)
Richard Temblador, Southwire Company. GA [M]
(Suplente de J. C. Dollins)
PANEL nro. 9 DE ELABORACIÓN DEL CÓDIGO
Artículos 312, 314, 404, 408, 450, 490
Robert A. McCullough, Presidente
Ocean County Construction Inspection Department, NJ [E]
Rep. International Association of Electrical Inspectors
Rodney D. Belisle, NECA-IBEW Electrical Training
Trust, OR L]
Rep. International Brotherhood of Electrical Workers
Billy Breitkreutz, Fluor Corporation, TX [U]
Rep. Associated Builders & Contractors, Inc.
Richard P. Fogarty, Consolidated Edison Company of
New York, Inc., NY [UT]
Rep. Electric Light & Power Group/EEI
Frederic P. Hartwell, Hartwell Electrical Services Inc.,
MA [SE]
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Thomas J. LeMay, LeMay Electric, Inc., GA [IM]
Rep. Independent Electrical Contractors, Inc.
Robert D. Osborne, Underwriters Laboratories Inc.,
NC [RT]
Bradford D. Rupp, Allied Moulded Products, Inc.,
OH [M]
Rep. National Electrical Manufacturers Association
Sukanta Sengupta, FMC Corporation. NJ [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Monte Szendre, Wilson Construction Company, OR [IM]
Rep. National Electrical Contractors Association
Ralph H. Young, Eastman Chemical Company, TN [U]
Rep. American Chemistry Council
Suplentes
Charles L. Boynton, The DuPont Company, TX [U]
(Suplente de R. H. Young)
Kevin J. Breen,BreenElectrical Contractors Inc., NY [IM]
(Suplente de T. J. LeMay)
James C. Carroll, Square D Company/Schneider Electric,
TN [M]
(Suplente de B. D. Rupp)
Kenneth L. McKinney, Jr., Underwriters Laboratories
Inc., NC [RT]
(Suplente de R. D. Osborne)
James C. Missildine, Jr., Southern Company Services,
Inc., AL [UT]
(Suplente de R. P. Fogarty)
Paul W. Myers, Innovene LLC, OH [U]
(Suplente de S. Sengupta)
Donald R. Offerdahl, North Dakota State Electrical
Board, ND [E]
(Suplente de R. A. McCullough)
Rhett A. Roe, IBEW Local Union 26 JATC, MD [L]
(Suplente de R. D. Belisle)
PANEL nro. 10 DE ELABORACIÓN DEL CÓDIGO
Artículos 240, 780
James T. Dollard, Jr., Presidente
IBEW Local Union 98, PA [L]
Rep. International Brotherhood of Electrical Workers
Charles K. Blizard, American Electrical Testing
Company, Inc., MA [IM]
Rep. InterNational Electrical Testing Association
Madeline Borthick, IEC of Houston, Inc., TX [IM]
Rep. Independent Electrical Contractors, Inc.
Dennis M. Darling, Ayres, Lewis, Norris & May. Inc., MI [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Charles Eldridge, Indianapolis Power & Light Company,
IN [UT]
Rep. Electric Light & Power Group/EEl
Carl Fredericks, The Dow Chemical Company, TX [U]
Rep. American Chemistry Council
C. W. Kimblin, Eaton Electrical Corporation, PA [M]
Rep. National Electrical Manufacturers Association
John R. Kovacik, Underwriters Laboratories Inc., IL [RT]
Robert W. Mount, Jr., Hussmann Corporation. MO [M]
Rep. Air-Conditioning and Refrigeration Institute
George J. Ockuly, O’Fallon, MO [M]
Richard Sobel, Quantum Electric Corporation, NY [IM]
Rep. National Electrical Contractors Association
Gerald W. Williams, County of Ventura, California, CA [E]
Rep. International Association of Electrical Inspector
Suplentes
Robert R. Gage, National Grid, NY [UT]
(Suplente de C. Eldridge)
Roderic Hageman, PRIT Service. Inc., IL [IM]
(Suplente de C. K Blizard)
Robert J. Kauer, Middle Department Inspection Agency,
Inc., PA [E]
(Suplente de G. W. Williams)
Frank G. Ladonne, Underwriters Laboratories Int., IL [RT]
(Suplente de J. R. Kovacik)
Richard E. Lofton, II, IBEW Local Union 280, OR [L]
(Suplente de J. T. Dollard, Jr.)
Alan Manche, Square D Company/Schneider Electric,
KY [M]
(Suplente de C. W. Kimblin)
Vincent J. Saporita, Cooper Bussmann, MO [M]
(Suplente de G. J. Ockuly)
SteveA.Struble, Freeman’s Electric Service, Inc., SD [IM]
(Suplente de M. Borthick)
Steven E.Townsend, General Motors Corporation, MI [U]
(Suplente de D. M. Darling)
PANEL nro. 11 DE ELABORACIÓN DEL CÓDIGO
Artículos 409, 430, 440, 460, 470, Anexo D, Ejemplo D8
Wayne Brinkmeyer, Presidente
Britain Electric Company, TX [IM]
Rep. National Electrical Contractors Association
Rick L. Bunch, Tecumseh Products Company, MI [M]
Rep. Air-Conditioning and Refrigeration Institute
J. Ron Caccamese, Alterman Electric Co., Ltd., TX [L]
Rep. International Brotherhood of Electrical Workers
Terry D. Cole, Hamer Electric, Inc., WA [IM]
Rep. Independent Electrical Contractors, Inc.
Robert G. Fahey, City of Janesville, WI [E]
Rep. International Association of Electrical Inspectors
William D. Glover, PPG Industries, Inc., WV [U]
Rep. American Chemistry Council
CharlesA. Goetz, Underwriters Laboratories Inc., IL [RT]
Paul E. Guidry, Fluor Enterprises, Inc., TX [U]
Rep. Associated Builders & Contractors, Inc.
Leo H. Haas, Jr., CenterPoint Energy, Inc., TX [UT]
Rep. Electric Light & Power Group/EEI
Paul S. Hamer, Chevron Energy Technology Company,
CA [U]
Rep. American Petroleum Institute
Vincent J. Saporita, Cooper Bussmann, MO [M]
Lynn F. Saunders, Brighton. MI [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
LawrenceE.Todd,IntertekTestingServicesNA,Inc.,OR[RT]
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Ron Widup, Shermco Industries, Inc., TX [IM]
Rep. InterNational Electrical Testing Association
James R. Wright, Siemens Energy & Automation, Inc.,
IL [M]
Rep. National Electrical Manufacturers Association
Suplentes
Larry W. Burns, Burns Electric, Inc., TX [IM]
(Suplente de T. D. Cole)
Ralph M. Esemplare, Consolidated Edison Company of
New York, NY [UT]
(Suplente de L. H. Haas, Jr.)
James M. Fahey, IBEW Local Union 103, MA [L]
(Suplente de J. R. Caccamese)
Stanley J. Folz, Morse Electric Company, NV [IM]
(Suplente de W. Brinkmeyer)
Barry G. Karnes, Underwriters Laboratories Inc., CA [RT]
(Suplente de C. A. Goetz)
Robert J. Keough, Emerson Motor Company, MO [M]
(Suplente de J. R. Wright)
Thomas E. Moore, City of North Royalton, OH [E]
(Suplente de R. G. Fahey)
Arthur S. Neubauer, Colonial Pipeline Company, GA [U]
(Suplente de P. S. Hamer)
George J. Ockuly, O’Fallon, MO [M]
(Suplente de V. J. Saporita)
Charles L. Powell, Eastman Chemical Company, TN [U]
(Suplente de W. D. Glover)
Arthur J. Smith, III, Waldemar S. Nelson & Company,
Inc., LA [U]
(Suplente de L. F. Saunders)
Russell A. Tiffany, Johnson Controls, Inc., PA [M]
(Suplente de R. L. Bunch)
PANEL nro. 12 DE ELABORACIÓN DEL CÓDIGO
Artículos 610, 620, 625, 630, 640, 645, 647, 650, 660, 665, 668, 669, 670, 685,
Anexo D, Ejemplos D9 y D10
Timothy M. Croushore, Presidente
Allegheny Power, PA [UT]
Rep. Electric Light & Power Group/EEl
Kent B. Givens, Alcoa. Inc., TX [M]
Rep. The Aluminum Association
(VL de 610, 625, 630, 645, 660, 665, 668, 669, 685)
Thomas L. Hedges, Hedges Electric & Construction Inc.,
CA [IM]
Rep. National Electrical Contractors Association
Ron L. Janikowski, City of Wausau, Wisconsin, WI [E]
Rep. International Association of Electrical Inspectors
Robert E. Johnson, ITE Safety, MA [U]
Rep. Information Technology Industry Council
(VL de 640, 645, 647, 685)
RobertA. Jones, Independent Electrical Contractors, Inc.,
TX [IM]
Andy Juhasz, Kone, Inc., IL [M]
Rep. National Elevator Industry Inc.
(VL de 610, 620, 630)
Todd Lottmann, Cooper Bussmann, MO [M]
Rep. National Electrical Manufacturers Association
Sam Marcovici, New York City Department of Buildings,
NY [E]
John H. Mortimer, Inductotherm Corporation, NJ [M]
(VL de 610, 630, 665, 668, 669)
Ralph C. Prichard, Hercules Incorporated, DE [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
David R. Quave, IBEW Local Union 903, MS [L]
Rep. International Brotherhood of Electrical Workers
Craig Sato, Underwriters Laboratories Inc., CA [RT]
Arthur E. Schlueter, Jr., A. E. Schlueter Pipe Organ
Company, GA [M]
Rep. American Institute of Organ Builders
(VL de 640, 650)
Kenneth White, Olin Corporation, NY [U]
Rep. American Chemistry Council
Suplentes
William E. Anderson, The Procter & Gamble Company,
OH [U]
(Suplente de R. C. Prichard)
Jeffrey W. Blain, Schindler Elevator Corporation. NY [M]
(VL de 610, 620, 630)
(Suplente de A. Juhasz)
ThomasM.Burke,UnderwritersLaboratoriesInc.,CA[RT]
(Suplente de C. Sato)
Jeffrey L. Holmes, IBEW Local Union 1 JATC, MO [L]
(Suplente de D. R. Quave)
Tim McCIintock, Wayne County, Ohio, OH [E]
(Suplente de R. L. Janikowski)
Roger D. McDaniel, Georgia Power Company, GA [UT]
(Suplente de T. M. Croushore)
Peter Pollak, The Aluminum Association, Inc., VA [M]
(VL de 610, 625, 630, 645, 660, 665, 668, 669, 685)
(Suplente de K. B. Givens)
Lori L. Tennant, Square D Company/Schneider Electric,
NC [M]
(Suplente de T. Lottmann)
George S. Tidden, George’s Electrical Service Inc., TX
[IM]
(Suplente de R. A. Jones)
Charles M. Trout, Maron Electric Company. FL [IM]
(Suplente de T. L. Hedges)
Robert C, Turner, Oxford, MD [M]
(VL de 610, 630, 665, 668, 669)
(Suplente de J. H. Mortimer)
Sin derecho al voto
Andre R. Cartal, Yardley, PA [E]
(Miembro emérito)
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PANEL nro. 13 DE ELABORACIÓN DEL CÓDIGO
Artículos 445, 455, 480, 690, 692, 695, 700, 701, 702, 705
Thomas H. Wood, Presidente
Cecil B. Wood Inc., IL [IM]
Rep. National Electrical Contractors Association
Tarry L. Baker, Broward County Board of Rules &
Appeals, EL [E
Rep. International Association of Electrical Inspectors
Ward I. Bower, Sandia National Laboratories. NM [U]
Rep. Solar Energy industries Association
(VL de 690. 692, 705)
Douglas L. L. Elkins, ExxonMobil Chemical Company,
TX [U]
Rep. American Chemistry Council
George W. Flach, George W. Flach Consultant, Inc., LA
[SE]
Ernest J. Gallo, Telcordia Technologies, Inc., NJ [U]
Rep. Alliance for Telecommunications Industry
Solutions
(VL de 445, 480. 690, 692)
Robert J. Gustafson, Ohio State University, OH [U]
Rep. American Society of Agricultural & Biological
Engineers
Banks Hattaway, Hattaway Brothers, Inc., AL [IM]
Rep. Associated Builders & Contractors, Inc.
Barry N. Hornberger, PECO Energy Company, PA [UT]
Rep. Electric Light & Power Group/EEI
Kenneth Krastins, Plug Power, Inc., NY [M]
Rep. U.S. Fuel Cell Council
(VL de 690, 692, 705)
James S. Nasby, Master Control Systems, Inc., IL [M]
Rep. National Electrical Manufacturers Association
Steven H. Pasternack, Intertek Testing Services NA, Inc.,
NY [RT]
Elliot Rappaport, Electro Technology Consultants, Inc.,
FL [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Duke W. Schamel, Electrical Service Solutions, Inc., CO
[IM]
Rep. Independent Electrical Contractors, Inc.
Todd W. Stafford, National Joint Apprentice & Training
Committee, TN [L]
Rep. International Brotherhood of Electrical Workers
Herbert V. Whittall, Electrical Generating Systems
Association, FL [M]
Timothy P. Zgonena, Underwriters Laboratories Inc., IL
[RT]
Suplentes
Paul D. Barnhart,UnderwritersLaboratories Inc., NC[RT]
(Suplente de T. P. Zgonena)
Daniel Batta, Jr., Constellation Power Source Generation,
Inc., MD [UT]
(Suplente de B. N. Hornberger)
Ron B. Chilton, North Carolina Department of Insurance,
NC [E]
(Suplente de T. L. Baker)
Larry D. Cogburn, Cogburn Bros, Inc., FL [IM]
(Suplente de T. H. Wood)
Brian L. Crise, NIETC, OR [L]
(Suplente de T. W. Stafford)
Steven J. Fredette, UTC Fuel Cells, LLC, CT [M]
(VL to 690, 692, 705)
(Suplente de K. Krastins)
John P. Goodsell, Hubbell Incorporated, CT [M]
(Suplente de J. S. Nasby)
Timothy D. Holleman, AC Corporation, NC [IM]
(Suplente de D. W. Schamel)
Robert Swayne, P2S Engineering. Inc., CA [U]
(Suplente de E. Rappaport)
Dale A. Triffo, Shell Oil Products U.S., TX [U]
(Suplente de D. L. L. Elkins)
Robert H. Wills, Intergrid, LLC, NH [U]
(VL de 690, 692, 705)
(Suplente de W. I. Bower)
Sin derecho al voto
David Mascarenhas, Canadian Standards Association.
Canada [RT]
PANEL nro. 14 DE ELABORACIÓN DEL CÓDIGO
Artículos 500, 501, 502, 503, 504, 505, 506, 510, 511, 513, 514, 515, 516
Donald Cook, Presidente
Shelby County Development Services, AL [E]
Rep. International Association of Electrical Inspectors
Troy Beall, B & D Industries, Inc., NM [IM]
Rep. National Electrical Contractors Association
Marc J. Bernsen, IBEW Local Union 291, ID [L]
Rep. International Brotherhood of Electrical Workers
Edward M. Briesch, Underwriters Laboratories Inc., IL
[RT]
James D. Cospolich, Waldemar S. Nelson & Company
Inc. LA [U
Rep. Institute of Electrical & Electronics Engineers, Inc.
Mark Goodman, Jacobs Engineering Group, CA [U]
Rep. American Petroleum Institute
Gregory D. Hall, Better-Way Electric, Inc., CO [IM]
Rep. Independent Electrical Contractors, Inc.
Joseph H. Kuczka, Killark Electric Manufacturing
Company, MO [M]
Rep. National Electrical Manufacturers Association
William G. Lawrence, Jr., FM Global, MA [I]
L. Evans Massey, Rockwell Automation, SC [M]
Rep. Instrumentation. Systems, & Automation Society
Jeremy Neagle, Intertek ETL SEMKO, NY [RT]
Mike O’Meara, Arizona Public Service Company, AZ
[UT]
Rep. Electric Light & Power Group/EEI
David B. Wechsler, The Dow Chemical Company, TX [U]
Rep. American Chemistry Council
Mark C. Wirfs, R & W Engineering, Inc., OR [U]
Rep. Grain Elevator and Processing Society
Suplentes
DonaldW.Ankele,Underwriters LaboratoriesInc.,IL[RT]
(Suplente de E. M. Briesch)
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A. W. Ballard, Crouse-Hinds, NY [M]
(Suplente de J. H. Kuczka)
Mark W. Bonk, Cargill Incorporated, MN [U]
(Suplente de M. C Wirfs)
Dave Burns, Shell Exploration & Production Company,
LA [U]
(Suplente de M. Goodman)
Larry E. Fuhrman, City of Tittisville, FL [E]
(Suplente de D. Cook)
RichardA. Holub, E. I. DuPont de Nemours & Company,
Inc., DE [U]
(Suplente de D. B. Wechsler)
Nicholas P. Ludlam, FM Global, United Kingdom [I]
(Suplente de W. G. Lawrence, Jr.)
Christopher P. O’Neil, NSTAR Electric & Gas
Corporation, MA [UT]
(Suplente de M. O’Meara)
Ted H. Schnaare, Rosemount Incorporated, MN [M]
(Suplente de L. E. Massey)
John L. Simmons, Florida East Coast JATC, FL [L]
(Suplente de M. J. Bernsen)
Donald W. Zipse, Zipse Electrical Engineering Inc.,
PA [U]
(Suplente de J. D. Cospolich)
Sin derecho al voto
Timothy J. Pope, Canadian Standards Association,
Canada [RT
Eduardo N. Solano, Estudio Ingeniero Solano S.A., Ar-
gentina [SE]
Fred K. Walker, U.S. Department of the Air Force, FL
[U]
Rep. TC on Airport Facilities
PANEL nro. 15 DE ELABORACIÓN DEL CÓDIGO
Artículos 517, 518, 520, 525, 530, 540
Donald J. Talka, Presidente
Underwriters Laboratories Inc., NY [RT]
James R. Duncan, Sparling Electrical Engineering &
Technology Consulting, WA [U]
Rep. Institute of Electrical & Electronics Engineers, Inc.
Ronald E. Duren, PacifiCorp, WA [UT]
Rep. Electric Light & Power Group/EEI
Douglas S. Erickson, American Society for Healthcare
Engineering, VI [U]
Mitchell K. Hefter, Entertainment Technology/Genlyte,
TX [IM]
Rep. Illuminating Engineering Society of North
America
(VL de 518. 520, 525, 530, 540)
Kim Jones, Funtastic Shows, OR [U]
Rep. Outdoor Amusement Business Association, Inc.
(VL de 525)
Edwin S. Kramer, Radio City Music Hall, NY [L]
Rep. International Alliance of Theatrical Stage
Employees
(VL de 518, 520, 525. 530. 540)
Larry Lau, U.S. Department ot Veterans Affairs, DC [U]
(VL de 517, 518)
Dennis W. Marshall, TAG Electric Companies, TX [IM]
Rep. Independent Electrical Contractors, Inc.
Eugene E. Morgan, County of Clackamas, Oregon,
OR [E]
Rep. International Association of Electrical Inspectors
Hugh O. Nash, Jr., Nash Lipsey Burch, LLC, TN [SE]
Rep. TC on Electrical Systems
Bruce D. Shelly, Shelly Electric Company, Inc., PA [IM]
Rep. National Electrical Contractors Association
Michael D. Skinner, CBS Studio Center, CA [U]
Rep. Alliance of Motion Picture and Television
Producers
(VL de 518, 520, 525, 530, 540)
Kenneth E. Vannice, Leviton Manutacturing Company
Inc., OR [M]
Rep. U.S. Institute for Theatre Technology
(VL de 518, 520, 525, 530, 540)
MichaelVelvikis, High Voltage Maintenance Corporation,
WI [IM]
Rep. InterNational Electrical Testing Association
Andrew White, IBEW Local Union 3. NY [L]
Rep. International Brotherhood of Electrical Workers
James L. Wiseman, Square D Company/Schneider
Electric, TN [M]
Rep. National Electrical Manufacturers Association
Suplentes
James L. Brown, Detroit Edison. DTE Energy, MI [UT]
(Suplente de R. E. Duren)
Matthew B. Dozier, IDesign Services, TN [U]
(Suplente de J. R. Duncan)
Samuel B. Friedman, General Cable Corporation. RI [M]
(Suplente de J. L. Wiseman)
Stephen M. Lipster, The Electrical Trades Center, OH [L]
(Suplente de A. White)
Joseph P. Murnane, Jr., Underwriters Laboratories Inc.,
NY [RT]
(Suplente de D. J. Talka)
Marcus R. Sampson, Minnesota Department of Labor &
Industry, MN [E]
(Suplente de E. E. Morgan)
James C. Seabury, III, Enterprise Electric, LLC, TN [IM]
(Suplente de D. W. Marshall)
Steven R. Terry, Electronic Theatre Controls Inc., NY[M]
(VL de 518, 520, 525, 530, 540)
(Suplente de K. E. Vannice)
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